I. Introduction
OROUS media have long been studied in soil science and engineering. Flow through porous media has been studied with applications to a number of fields including food processing, heat exchangers, aerospace, and heat transfer. A fluid-filled porous structure provides solid-liquid-vapor contact lines in the interstitial volumes between the solid particles where large capillary forces can be developed from interfacial tensions. Liquid can be drawn through porous media as a result of these capillary forces. Heat pipes are one example in which passive fluid flow in porous media is exploited. The electronics cooling industry has employed heat pipes as a method of transferring P heat over reasonable distances with relatively small changes in temperature since no external power source is required to drive the fluid flow.
A critical consideration in avoiding dryout and overheating in heat pipes is the ability of the wick structure to provide an adequate fluid supply to the evaporator. One source of pressure drop in heat pipes is the friction force caused by the solid matrix that slows fluid motion; this effect is quantified via the permeability. Commonly, the one-dimensional Darcy flow model is used for permeability analysis. However, heat pipe wicks under the action of an applied heat source also experience the added effects of evaporation which are not accounted for in Darcy's model. Regions of the wick near the heater may have dry or partially saturated voids. Since this approach assumes a fully saturated wick, it does not represent actual (unsaturated) wick operating conditions. Adkins and Dykhuizen 1 discussed permeability measurement techniques and identified conditions under which the error between one-and two-dimensional analyses can be significant. Variants of this approach have been widely used by researchers and industry practitioners for permeability measurement. Vafai and Tien 2 provided an error map for the applicability of Darcy's law when a boundary is present. Extensions of this work included boundary effects on mass transfer in porous media 3 and numerical modeling of liquid flow that accounted for variable porosity. 4 Various researchers have studied permeability for screen mesh wicks, 5, 6 felt metal wicks, 7, 8 and sintered porous media. 9 Expressions for calculating permeability are also available in textbooks. 10, 11 Liquid flow studies in porous media have included anisotropic permeability, 12 buoyancy induced flows, 13 and dependence of flow properties on saturation. 14 Visual observations of liquid flow including images of vapor formation have also been obtained. 15, 16 Porosity, which is the ratio of pore volume to total volume, is another parameter that affects liquid flow in porous media and can be determined from a variety of methods, with varying levels of accuracy. The simplest method is to compare the mass of a wick sample to the mass of a solid structure (with zero void volume) using known material densities. Adkins et al. 1, 7 used this method for characterizing wick porosity. Other methods, such as mercury intrusion 9 , and imbibition 8 (suited for irregular geometries) have been employed to evaluate porosity.
Additional porosity relations and tables can be found in heat pipe textbooks. 10, 11 A capillary radius has been used to characterize the average void volume by assigning a radius dimension to the void space. A commonly used method for obtaining the capillary radius in wick structures is termed the bubblepoint pore radius measurement. 1 However, this method characterizes the pore radius using a single pore size that is determined from the largest pore flow path. This technique is rather inadequate for wick structure characterization since the maximum capillary pressure is defined by the minimum pore size. Regardless, it has been widely used in the literature due to its simplicity. 1, 7, 8 Since actual wick structures include a range of capillary radii, non-wetting liquid intrusion methods have been employed to obtain distributions of capillary radius in porous structures. 6 A third method of pore radius measurement, similar to the intrusion method, is liquid extrusion. 17 This method includes 'through' pores (pores that contribute to the throughput of fluid) and not 'blind' pores (pores that do not accommodate flow in that direction) in the pore radius distribution. Pore radius can also be determined by measuring the rise in height of a liquid due to capillary action in a porous wick. In practice, this method often is difficult to repeat due to the difficulty in accurately distinguishing the liquid level height, but it can readily provide rough estimates and is still used. 18, 19 Porous wick structures carrying interstitial liquid can achieve high values of effective thermal conductivity due to the release of latent heat if the liquid can be made to evaporate. Since phase change occurs at a constant temperature, the temperature difference in Fourier's law of heat conduction is comparatively small for wick structures with evaporation. For a given amount of heat to be transferred over a given length, there must be a corresponding increase in the conductivity to accommodate the heat transport. In effect, the conductivity is increased by the inclusion of phase change. Commonly, this is referred to as an "effective thermal conductivity" (k eff ).
There have been numerous modeling efforts in the literature for effective thermal conductivity;
experimentally obtained values have also been reported for various types of wicks. [20] [21] [22] [23] In the empirical approach, 1D conduction conditions are usually established and the temperature gradient across or along the wick structure is monitored. This information, coupled with the geometry and heat input, gives the conductivity according to
Fourier's law. However, there remains much disparity among the results for effective thermal conductivity in the literature. For sintered copper wicks, a value of 40 W/m·K has been generally used. 24 Several studies aimed at characterizing the performance of heat pipes and their wick structures have been conducted. Some studies have illustrated the impact of properties on overall wick performance and have typically focused on determining dryout heat fluxes and the limits of operation for a given wicking mechanism. Garimella and Sobhan 25 reviewed the state of the art in the understanding and analysis of a large variety of heat pipes, as well as their limitations. A comparison of maximum heat transfer rates for wrapped wire screen, square axial grooves and sintered metal powder wick was reported by Gupta and Upadhya. 26 They showed that sintered metal powder wicks were found to be the most effective for both horizontal and adversely tilted heat pipes. Overall heat transfer capability in sintered porous media has been shown to be strongly affected by thin film evaporation. 27 Further Boiling in porous media has also been widely investigated. Shaubach et al. 31 developed an analytical model for boiling in sintered metal wicks that included variation in wick properties, wick thermal conductivity as a function of the void fraction, evaporation at the liquid-vapor interface, and nucleate boiling within the wick. They addressed the problem of two-phase flow in evaporator sections of heat pipe wicks. Enhancement of boiling in wicks by introducing grooves in the evaporator was studied by Mughal and Plumb 32 in an effort to reduce the resistance to vapor flow in evaporator sections. These are representative of the many studies regarding boiling in porous media in the literature, though many unanswered questions remain in this field.
The present work aims at obtaining mass flow rate measurements in heat pipe wick structures under conditions that simulate the operation of a heat pipe, and builds on the work initiated by Fields. 33 A number of studies in the literature that have attempted such measurements are briefly discussed here, along with key differences from the present work. Chun 30 studied the dryout limits of screen wicks oriented vertically in a topheating mode. Dryout heat fluxes were shown to be lower than would be expected from a fully saturated wick. This demonstrated the necessity of accounting for recession of the liquid-vapor evaporation boundary. A new wicking model based on such an approach was proposed. Permeability values and capillary radius were deduced from their estimation of maximum pumping capability at dryout. Recession of liquid into the wick was also demonstrated by Roberts and Feldman 19 , confirming that the wick is only partially saturated, thus reducing cross-sectional area available for liquid flow. When this partially saturated condition occurs, the thermal resistance can be considerably affected. They developed a theoretical model to predict heat pipe performance and confirmed their results using experiments on a cylindrical heat pipe with an annular wick wrapped on a mandrel and spot welded in place.
However, a large variability in the wick properties (as much as ±30%) contributed to large uncertainties in their results.
Abhat and Seban 28 conducted experiments to study evaporation from screen and felt wick structures. Effective conductivities were calculated for a gravity-opposing orientation. Maximum power inputs as a function of wall superheat were also obtained for varying liquid-pool depths at atmospheric pressure. However, neither axial temperature profiles nor mass flow rate results were obtained. They concluded that the observed increase in flow resistance was in part due to a liquid layer thinner than the wick thickness or by vapor flow resistance in holes connecting nucleation sites that originated at or near the tube surface.
Heat pipe operating limits for sintered wick structures were studied by Shibayama and Morooka. 34 They investigated wick properties, friction losses and capillary properties, and measured maximum heat transfer rates.
They aimed to include a wider range of experimental conditions than had been included in previous wick studies.
Capillary pressure was determined using approximate liquid rise/fall tests and permeability quantified using Darcy's Law. Maximum heat transfer rates were determined from monitoring dryout as a sudden increase in temperature when the heat flux or the inclination angle was increased.
Imura et al. 18 investigated heat transfer coefficients and maximum heat transfer rates for horizontal heat pipes with a stainless-steel screen wick. They emphasized the importance of accurate measurement of capillary radius, conditions. Since the evaporated fluid is condensed and collected for mass flow rate measurement, it is important that this experiment be conducted in an evacuated chamber so that the effects of noncondensable gases on the condensation process may be minimized. Knowledge of the mass flow rate allows wick characterization under unsaturated conditions unlike the typical saturated wick studies available.
The wick is oriented vertically in the experiments with heat applied at the top. Such an orientation characterizes the worst-case scenario for liquid flow and determines the feasibility of a wick for applications such as portable electronics. The present test facility can accommodate wicks of many different types. Desired rates of heat input can also be applied under tight control. The facility can also accommodate different working fluids, though only water has been considered in this study.
II. Experimental Test Facility
The apparatus and test procedures developed for testing wick structures are described. Key techniques used in preparation of the facility, test samples, and instrumentation of wicks are also provided.
A. Apparatus Description
The experimental apparatus is mainly comprised of an outer glass cylinder with an inner concentric cylinder forming an annulus ( Figure 1 ). The apparatus design allows for a vertically suspended wick structure to lift working fluid, which for all cases considered in this paper is water, by capillary action from the inner liquid pool up to a heated region where the liquid is evaporated. The vapor then travels to condensing surfaces on the inner surface of the outer cylinder wall where heat is rejected to the surroundings and the vapor condenses. Condensate forming along the walls is then collected in the annulus (which is separated from the inner liquid pool).
The annulus, shaped to collect the condensate, does not extend the full length of the outer cylinder, and instead
allows for an open vapor collection area near the top of the apparatus (as shown in Figure 1 ). The bottom of this annulus is sealed to the outer wall with silicone sealant, thereby separating the inner liquid pool from the collected condensate. A rigorous determination of the amount of fluid collected was ensured using a mass-based and a volume-based approach to determine the average cross-sectional area of the annulus. In the mass-based approach, the weight and height of added water in the annulus were measured. Using the density of water, the cross-sectional area was calculated. In the volume-based approach, the volume and height of added water were measured and then divided to obtain the cross-sectional area. These two methods provided results that were within 1% of each other.
The average cross-sectional area determined by these two methods was used for the calculation of condensate volume. The outer cylinder is capped with an aluminum lid which seals the vapor chamber with an O-ring as shown in Figure 1 . The aluminum cap is equipped with additional components necessary for pressure regulation, data retrieval and wick mounting.
Two 'pass-throughs' integrated into the aluminum lid allow the thermocouple and heater lead wires to be connected to the data acquisition system and power source, respectively. The pass-throughs were custom-fabricated in-house to accommodate the required number of thermocouple lines and heater wiring in the limited lid space available. On the underside (interior) of the aluminum lid, a clamp was fashioned in order to grip the wick during experimentation ( Figure 2 ). The clamping mechanism consists of two high density polyethylene (HDPE) blocks that are held together by two cap screws. In order to reduce heat loss from the wick into the clamp, a layer of rubber was included between the wick and the insulating clamp blocks.
To simulate the evaporator region of a heat pipe, a flexible Kapton thin-film heater was attached to a solid copper pad (0.5 cm thick) with a thermally conducting epoxy (Epoxies Etc. 50-3100 resin, k = 2.16 W/m·K) as in Figure 3 . This copper pad was then mounted on the wick structure, again using the same thermally conductive epoxy. Holes were drilled to the center of the copper pad to place thermocouples for monitoring temperature in the heating region. The heaters used for the tests reported in this work were 1.9 cm x 1.9 cm in area. An HDPE insulation block was attached behind the heater on the side opposite the wick to minimize heat loss.
Thermocouples were mounted along the back of the wick to monitor the axial temperature profile.
Schematic diagrams with dimensions and thermocouple labels for unbacked and backed wicks are included in Figure 2a and b, respectively. Two evenly spaced thermocouples were placed in the copper pad adjacent to the heater and six additional thermocouples were evenly spaced along the remaining exposed wick length. All thermocouples were made of T-type 36-gage wire, and attached with thermally conducting epoxy. A number of additional thermocouples were included in the apparatus as illustrated in Figure 4 . These temperature measurements track the working fluid as it evaporates and then condenses. A schematic representation of the change in vapor temperature from the evaporator to condenser sections, as introduced by Mills 35 , is also shown in this figure. Mills suggested that the largest gradient in vapor temperature occurs near the condenser. It will be shown from the experimental results that a similar trend of change in vapor temperature is observed with the current facility.
A cap with a conical top surface was placed to cover the inner cylinder from which working fluid is drawn from the liquid pool ( Figure 1 ). A slot was cut in this cap to allow wick access to the liquid pool; the slot is just larger than the wick, and there is no contact between the wick and the cap. The function of this cap is to minimize the flow of evaporated fluid to the liquid pool surface, since it is desired that the vapor condense on the outer wall and collect in the annulus. The conical relief allows liquid condensed on the cap to run into the condensate collection area.
Water in the liquid pool and annulus is changed between each test to ensure fluid cleanliness. The entire apparatus is placed in a large water-filled tank (not shown in Figure 1 ) at room temperature, providing a constanttemperature condition on the exterior of the facility.
B. Wick Samples
The porous wick structures investigated in this work are sintered copper samples fabricated from sieved copper particles. Since the porous structures are free-standing, and not mounted on a solid wall, the wicks needed to be fairly thick in order to ensure structural integrity. The copper powder was sieved at Thermacore, Inc., using standard NIST screens yielding grain size ranges as listed in Table 1 . The backed samples consisted of a thinner sintered copper powder layer with similar pores sizes bonded to a solid copper wall backing. A selected particle range of copper grains were then sintered together in a mold. Deformation and volume reduction during sintering occurs at different rates for different particle sizes yielding a slightly dissimilar cross section for each sample (see also Table 1 ). After sintering, the wicks were heated in a hydrogen-rich reducing atmosphere to approximately 600 °C. Any oxide present on the wick surfaces was thus reduced. Organic contaminants (such as oil from handling)
were also cleaned in the high-temperature process.
In order to avoid contamination that can affect the wetting properties of the pores after cleaning, the samples were sealed in bags in an inert gas atmosphere to avoid oxidation. During instrumentation and handling, gloves were always worn to prevent oils and dirt from transferring to the wick. While the wicks were open to atmosphere during epoxy cure, open wicks were always stored in the evacuated wick chamber between tests for protection from contamination and exposure to oxygen in the atmosphere. While some oxidation on the surfaces was unavoidable, the duration of exposure was limited to the period of preparation time between test runs.
While sintered copper powder samples with water as the working fluid are investigated in this work, the facility can accommodate virtually any wick structure or fluid, and the analysis methodology is valid across many wick types.
C. Data Acquisition
Thermocouples in the test apparatus are read by a data acquisition system which records the information through the duration of a test. Figure 5 illustrates the increase in heater temperature through a typical test cycle. Each test run at a specified power setting was allowed to reach a steady state with power adjustments being made within the first 20 minutes of the test. For a constant power input, it is apparent that the heater temperatures are still climbing slightly even at the end of the testing interval. For the test case illustrated in the figure, the heater temperatures increase on average by 0.6 °C every 20 minutes during the 60-120 minute interval. This is likely due to the continuous increase in temperature of the liquid pool since its temperature is not strictly held constant as heat is applied. Other temperature measurements in the vapor and on the wick exhibit similar slight increases in temperature during the nominal steady state (though less pronounced increases are observed on the wick). Steadystate measurements are obtained by averaging measurements over a 40-minute interval, generally between 80-120 minutes into the test.
The evaporation rate of the working fluid is determined by collecting the condensate as outlined in the apparatus description above. As the condensed fluid runs into the condensate collection annulus, the water level rises over time. Incremental readings of the water level at specific times during a test provide the mass flow rate according to
where  is the fluid density (997 kg/m 3 for water), y the fluid height change and t the corresponding time between height measurements. The area (A ann ) of the annulus was carefully determined in advance as previously described.
During operation, liquid level heights were recorded through the duration of the test. Sufficient time was allowed for fluid to collect in order to make measurements over larger, more distinguishable changes in volume. The rate of evaporation is then determined from the measured mass flow rate according to evap fg q mh   (2) in which h fg for water is 2450 kJ/kg.
The power dissipated in the thin film heater is also monitored using the data acquisition system. The power dissipated in the resistance heater was determined from the measured output voltage of the power supply and the current (determined using the measured voltage drop across a 0.01 Ω shunt resistor). Resistance in the wiring to the heaters also contributes to power loss in the wires (q w ). The sum of the lead wire resistances (R w ) from the power supply to the apparatus lid and from the apparatus lid to the thin film heater is 0.493 Ω; with this information, the voltage drop in the lead wires is computed.
D. Heat and Mass Transfer Paths
In order to calculate the expected rate of evaporation, the following heat and mass transport paths were considered, as illustrated in Figure 6 . Conduction loss from the wick through the clamping mechanism to the lid is termed q lid . Heat loss through the heater insulation is q ins . Convection and radiation losses along the length of the wick are separated into an upper and a lower region (as indicated in Figure 6 ) and labeled q up and q low , respectively.
Evaporation of working fluid along the length of the wick is q evap and conduction down the wick into the liquid pool is q liq . Transport along each path was quantified using first principles, or by additional testing procedures, as outlined below.
The sum of q lid , q up and q ins was determined empirically by isolating their effects from the other modes of transport. A short length of porous wick, which is not in contact with the liquid pool, was tested (Figure 3a) . In this configuration, illustrated in Figure 6b , q lid , q up and q ins are quantified. A series of tests at different power levels were conducted for this configuration, and the average steady-state heater temperature recorded at each power level. A relationship between input power and heater temperature was then obtained as a curve-fit to the results: , 0.038 0.912
A good estimate of the sum of q lid , q up and q ins could thus be obtained for each normal wick test (as in Figure 6a ) by substituting the measured average heater temperature into the curve-fit relationship. Negligible convection in the chamber and limited contribution from radiation result in a linear dependence of heat loss on temperature. No discernible difference was noted for this component of heat transfer between wicks of both pore sizes for the unbacked wicks considered in this study.
Convection and radiation losses along the lower region of the wick (q low ) were estimated by using established heat transfer correlations for free convection from a vertical plate and radiation from a small surface to large surroundings. Free convection from the lower face was calculated using the commonly used correlation by 
The driving temperature difference for calculation of Ra L was based on the average face temperature in the lower region and the constant outer bath temperature, while L is the exposed length of the wick between the heater and the liquid pool. The gas properties used in the calculation are evaluated using the chamber pressure. The radiation loss in the lower wick region was determined from 4 4 ( )
where T s is the average wick surface temperature in the region of the lower surface area (A low ), T bath is the outer bath temperature, and emissivity (ε) is selected to be unity. The sum of convection and radiation losses defined in this manner constitutes q low .
Heat conduction down the length of the wick into the liquid pool (q liq ) is determined from the temperature gradient in the wick near the surface of the liquid pool according to 
where the last two thermocouples at the bottom near the liquid pool surface (wick1 and wick2, Figure 2 ) are used for the temperature gradient calculation and k is assumed to be 40 W/m·K. 24 Since the conductivity through the porous layer is not explicitly determined, the assumed conductivity value for all wick samples at all applied power settings is one source of uncertainty in this loss mode calculation. However, since q liq is a very small fraction of the applied heat, the effect of this uncertainty on the overall result is minimal.
Summing the estimates for each of the transport modes outlined above and subtracting them from the applied power, the last remaining unknown, q evap , can be obtained. In this manner, an expected value for the evaporation rate is determined in this work. While vapor may be formed along the length of the wick structure, the majority of the evaporation for wicks in this study is expected to occur in the evaporator region. This assumption is supported by the fact that temperatures greater than the saturation temperature are only observed well above the conical cap.
The electrical power applied to the heater (q app ) is corrected for losses as follows, to obtain the corrected power input (q in ) to the wick system:
The heat transferred by radiation and convection from the wick (q up ) would normally not be considered losses, but are included since the sum of the last three terms on the right side of the equation is empirically determined as a whole in this work; this is a minor correction, however, with q up /q app being always less than 5%.
E. Operating Pressure and Temperature
Condensation rates can be adversely affected by the presence of noncondensible gases as these gases present a barrier to vapor condensation. A ball valve and pipe fittings through the aluminum lid provide access for a vacuum pump to remove noncondensible gases prior to testing. The vacuum pump is attached to a two-way valve, and once evacuation is complete, the valve connection to the surroundings is closed and the pump disconnected. The vacuum setup allows the absolute pressure in the chamber to be reduced to values on the order of 5.1 kPa (1.5 inHg) prior to test initiation. Vacuum leakage has been verified to be less than 0.85 kPa (0.25 inHg) during the time interval of a test (2 hours). A vacuum pressure gage mounted on the aluminum lid provides the relative pressure between atmospheric and chamber pressures. Absolute vacuum pressure (P vc ) is determined by the difference between gage and atmospheric pressures and is comprised of the partial pressures due to noncondensibles and the vapor.
Atmospheric pressure is also recorded during steady-state operation. Using the gage pressure at the beginning of the test, the extent of noncondensible gases are quantified. Using the gage pressure at steady state, the saturation conditions of the liquid are determined. These pressure values are recorded in Table 2 for wicks TCR1 and TCR5, and in Table 3 for wicks BACK2, BACK3, and BACK4. While this is not a direct measure of the partial pressure of noncondensable gases, it does provide the total internal pressure at which a saturation temperature can be estimated.
There is a slight increase in saturation temperature with input power using this approach resulting from a larger contribution of the vapor partial pressure at higher power levels.
F. Uncertainty Analysis
An uncertainty analysis was performed on the measured and expected evaporation rates. The uncertainties in the measured evaporation rate principally result from the least count uncertainty in measurement of the liquid level in the collection annulus. Therefore there is a nearly constant level of uncertainty for the measured evaporation rate of about 1.46 W. This results in measured evaporation rate uncertainties ranging from approximately 17% for low input powers to 2% for higher input powers. Uncertainties in the expected values were estimated through an analysis performed on each of the quantities used in calculating the expected q evap and range from approximately 14% for low input powers to 4% for higher input powers. It will be seen that the measured and expected evaporation rate error bars overlap for all test results.
III. Results and Discussion
Results from experiments performed on wicks TCR1 and TCR5 (Table 1) are presented in terms of heat and mass transport capability as a function of input heat flux. Tests were performed on the wicks at increasing power increments of 10 W until the heating mechanism was compromised or dryout was observed. Heat flux levels of up to 20 W/cm 2 were sustained by wicks TCR1 and TCR5 without dryout. For higher power levels, the heater insulation began warping and pulling away from the heater, affecting its ability to insulate the back side of the heater. When this occurred, the power level was no longer increased further and the test was concluded. As a result, the highest input power for each wick was different. The backed wicks sustained similar heat flux levels, and thus, their smaller cross-sectional area was shown to be adequate to transport the required mass flow rate of liquid at these power input levels.
A. Wick Temperature
Axial wick temperatures and chamber vapor temperatures along with input power and chamber pressure data are listed in Table 2 . Comparison of the average heater temperature in the copper pad (T h ) to the calculated saturation temperature (T sat ) reveals a large difference that increases with input power (see Table 2 ). A simple 1D conduction analysis as shown in Figure 7 reveals that there is a significant jump in temperature across the epoxy (k = 2.16 W/m·K) used to attach the copper pad to the wick structure. The heat source assembly temperature is thus an inadequate representation of the wick back surface temperature, as illustrated in Figure 8 . For example, at the 52.8
W power input for TCR1, the heater temperature is 74.2°C. Using the 1D conduction analysis in Figure 7 , the temperature at the epoxy/wick interface is only 49.3°C for an epoxy thickness of approximately 0.35 mm. The interface temperature is thus much closer to the saturation temperature (38.2°C) and front face vapor temperature (41.3°C) for this test case. Similar temperature reductions across the heat source assembly and epoxy are observed for the 17.2 W case also shown in Figure 8 . The average heater temperature (T h ) is therefore distinguished from the epoxy/wick interface temperature that may be assumed to be the evaporator temperature (T e ). Although some uncertainty is involved in evaluating the evaporator temperature from the 1D resistance network calculation, this temperature is used in all temperature profile plots that follow (indicated by the dotted line segments), as it more closely represents the surface temperature along the back of the wick. As shown in Table 3 , the addition of evaporator surface thermocouples for the backed wicks allowed a direct measurement of the evaporation temperature, which was found to be very close to both the calculated saturation temperature and the measured vapor temperature.
The axial temperature profiles along wicks TCR1 and TCR5 are plotted in Figure 9 . The last two data points on the far right in each curve of these figures correspond to the estimated evaporator temperature (T e ). The remaining six are equally spaced along the wick (Figure 2 ). Axial thermocouple locations are referenced to the location of wick1, i.e., wick1 corresponds to an axial position of 0 in the temperature profiles of Figure 9 . At the beginning of a test run, the liquid pool level reaches a height near the second wick thermocouple and the fluid level decreases as the fluid is pumped through the porous structure and is measured as condensate on the outer walls. The temperature of the heat source assembly increases linearly with input power, as do the wick temperatures. It is interesting to note that near the evaporator region, the gradient for TCR1 appears to flatten (for an input power of 69.8 W), perhaps indicating that the temperature in this region is suppressed due to possible boiling. Also, the larger temperature drop along the wick (from T wick6 to T wick1 ) for this case may be due to a partially unsaturated wick in which an increasing fraction of heat is transported down the length of the wick by conduction and a decreasing fraction to evaporation.
Six separate tests were performed on wick TCR1 to verify repeatability, three each at two different adjusted input power levels of 17 W and 44 W. All wick temperature measurements were found repeatable to within 2°C and heater temperature measurements were repeatable within a slightly larger range of 3°C.
The corresponding axial temperature trends for the backed wick BACK2 are shown in Figure 10a . The steeper temperature gradient from the liquid pool to the evaporator in this case is attributed to the addition of the solid copper backing and the overall reduction in cross section.
B. Evaporation Rate
Collected vapor condensate in the condensate collection annulus (Figure 1 ) yields the mass flow rate measurements on the liquid mass being lifted and evaporated during wick operation. This measured value is compared to an expected evaporation rate based on the heat and mass transport analysis provided in description of the test facility above. Figure 11 shows a comparison of the measured and expected evaporation rates for TCR1 and TCR5.
A linear increase in evaporation rate is seen with an increase in applied input power as expected. Quantification of the other possible heat transport modes reveals that approximately 80-85% of the unadjusted applied power is transferred to the working fluid by evaporation. In Figure 11 , it is clear that, in fact, most of the applied input power is manifest as the evaporation rate. Thus the dominant transport mode in these wicks is the capillary pumping power and its ability to provide the necessary fluid for evaporation before dryout occurs. Nearly the same measured mass flow rate is observed for both TCR1 and TCR5; these two wicks show good agreement over the 10~62 W range with slightly increased deviation at the last comparable power setting. For these levels of power input and wick cross section, the capillary forces in both wick structures provide the required pressure head to overcome gravity and viscous forces that oppose the liquid flow.
Comparison of the expected to measured evaporation rates demonstrates the robustness of the measurement technique developed. These two values agree to within 13% for all cases, and generally are within 8%. The repeatability in the measurement of evaporation rate (with the same six tests for wick TCR1 as for the wick temperature measurements discussed above) is within the uncertainty of the measurement method. For the three tests at an adjusted input power of 17 W, the standard deviation is 0.83 W, which is only about 5% of the input power. Similarly, for the three tests at 44 W, the standard deviation is 1.10 W, only 3% of the input power. Figure 10b shows the measured and expected evaporation rates for wick BACK2 for a range of input power levels. Of particular importance is the ability of the backed wicks to remove comparable heat flux levels without dryout even though the porous layer is much thinner than the unbacked case. The same method of heat and mass transfer paths is used here, again showing good agreement with relatively low uncertainty.
C. Vapor Temperature
As illustrated in Figure 4 , the transition from vapor temperature at the location of evaporation to the condenser liquid temperature occurs rather abruptly 35 ; axial conduction along a wick tends to widen the distance over which a transition in vapor temperature occurs. Similar vapor temperature maps, constructed from thermocouple measurements at locations shown in Figure 4 , are illustrated for TCR1 and TCR5 in Figure 12 (a) and (b), respectively. It is noted that the x-axis location of each temperature measurement is approximate in these figures.
However, it is their position relative to each other along the evaporator-to-condenser path that is important.
It is clear in these plots that a transition, similar to that represented in Figure 4 from evaporator vapor temperature to condenser liquid temperature, is observed at the different power levels for the two wicks.
Temperatures are plotted relative to the outer bath temperature since this is ultimately the temperature of heat removal from the apparatus and provides the cooling along the walls for condensation to occur. Comparison of the vapor temperatures between the two wicks reveals similar temperatures at similar power settings. For example, at an input power of 52 W, the vapor temperature immediately in front of the wick face (T V1 of Figure 4 ) was 41.3 °C and 40.0°C for wicks TCR1 and TCR5, respectively. More scatter is apparent in vapor temperature measurements over that of surface-mounted thermocouples, since the former thermocouples were repositioned for each test run with some resulting variability in location.
There is some vapor superheat in the region in front of the wick structure for larger input powers. This superheat increases with increasing input power and a corresponding shift is observed away from the heater of the location at which saturation temperature is obtained (see highlighted temperatures in Table 2 ). At these higher input powers, the region of the wick over which vaporization occurs also increases.
D. Thermal Conductivity
Although there are many ways to evaluate heat pipe wick conductivity based on different temperatures and length scales, one representative approach is presented here. It is emphasized that the conductivity addressed below is not an instrinsic property of the wick structure, but rather a means of demonstrating the conductivity enhancement. Additional fundamental studies are being conducted to evaluate wick conductivity by isolating this phenomenon. 36 In the present work, overall heat pipe conductivity is based on the temperature difference at the surface of the "heat pipe" from the evaporator to the condenser as illustrated in Figure 13 . Although the heat and mass transfer is not truly one-dimensional in the wick testing configuration, an effective conductivity based on the cross-sectional area of the wick structure can be calculated from the total temperature difference along the wick (T e -T pool )
where L eff is the length from the midpoint of the evaporator region to the location of thermocouple wick1 (see Figure   2 ). This conductivity characterizes the combined action of conduction through the wick structure and the evaporation. It may be noted that this calculation differs from that for a heat pipe in that a heat pipe would have additional contributions to the cross-sectional area from the wall and vapor core, which are not included for the wick here. Changes in conductivity with input power for wicks TCR1 and TCR5 are shown in Figure 14a .
It is observed in Figure 14a that conductivity values increase with input power for wicks TCR1 and TCR5, for the lower power inputs. This increase in conductivity results from a larger portion of the applied energy going into latent heat of vaporization. This can be best illustrated by examining the amount of heat conducted down the length of a wick into the liquid pool during operation as shown in Figure 15 . Heat transfer by conduction into the liquid pool has been normalized by the sum of heat transfer due to conduction into the liquid pool and due to evaporation.
This figure demonstrates that as input power increases, a smaller fraction of the input power is conducted down the length of the wick. The energy not being conducted into the liquid pool goes towards vaporization. This translates into increased effectiveness of the heat pipe with increasing power.
The conductivity begins to taper off at power levels of approximately 40 W for both wicks. At these higher power levels, not only is the estimated epoxy/wick interface temperature (T e ) above the saturation temperature (at P vc ) but T wick6 also has a temperature above saturation; it is possible that boiling may have commenced in the wick structure. A further increase in heat flux causes the temperature in the evaporator to increase beyond saturation. As the evaporator excess temperature increases, the location on the wick where the temperature is equal to the saturation value shifts down the wick as in Table 2 . This is also corroborated by the crossover in temperature profiles in Figure 9a at the higher heat fluxes. If indeed these data indicate boiling, then it is possible that dryout does not occur immediately upon the initiation of boiling and results in a sustained boiling condition. Eventually, the conductivity would appear to drop off with further increases in heat flux since the evaporation rate deteriorates as the extent of boiling increases. Effective resistance values (R eff = q in /(T e -T pool ), inverse of effective conductivity) along the wick decrease with increasing input power until excess temperature in the evaporator region has increased and the resistance levels off. Resistance magnitudes for the 30-60 W range are on the order of 0.5 °C/W, attractive for electronics cooling.
The enhancement in effective thermal conductivity of a wick structure due to evaporation can be quantified based on a comparison against the conductivity of solid copper (~400 W/m·K). At the larger power inputs included in Figure 14a , these wick structures have conductivity values that are three times that of a solid copper blank of similar dimensions. However, if the temperature difference used in the conductivity measurement were changed from T e -T pool to T V1 -T pool , the resulting conductivity magnitude can be 2 or 3 times greater. Figure 14b shows a similar effective conductivity analysis for backed wicks BACK2, BACK3, and BACK4.
The effective conductivity for all backed wicks is shown to increase linearly for all power levels tested, and is nearly double in magnitude relative to the unbacked wicks. However, a direct comparison between backed and unbacked wicks is difficult due to the difference in their cross-sectional areas.
IV. Conclusions
A novel experimental facility has been developed to simulate testing conditions that more accurately replicate the conditions experienced by wicks during heat pipe operation. Under such conditions, wick performance, including evaporation rates, has been experimentally quantified for sintered copper powder wicks of varying porosity. Measurement results of the heat and mass transport modes reveal that the largest contributor to heat dissipation is the energy that is transferred into latent heat of vaporization. As input power is increased and more heat is dissipated by the wick, a relatively larger amount of this heat is dissipated by vaporizing the working fluid and a correspondingly smaller value is conducted axially along the solid matrix resulting in increased effectiveness. Conductivity values roughly three times as high as copper were observed in both of the wicks investigated.
For lower power levels, at which conductivity increased with input power, the evaporator remained at a temperature near or below saturation. For higher power levels, the excess temperature in the evaporator increased, resulting in possible boiling initiation. The wick did not experience dryout immediately at this boiling initiation but sustained boiling for the moderate excess temperatures in this work.
The experimental method and analysis was repeated for wicks with similar pore sizes bonded onto a solid copper wall that more closely mimic commercial heat pipe wicks. Using the same heat and mass transfer path analysis, the backed wicks were shown to remove the same heat flux levels as the unbacked wicks with twice the effective conductivity. Tables   Table 1 Wick TCR1 and TCR5 properties and geometry. Table 2 Pressure and temperature data indicating increasing excess temperature in the evaporator for wicks TCR1 and TCR5. Table 3 Pressure and temperature data indicating close agreement between face temperature and vapor temperature for wick BACK2, BACK3, and BACK4. Figure 1 Schematic of wick testing apparatus. The entire test apparatus is immersed in a constant temperature water bath maintained at room temperature. 
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